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SCALE:

171.69 kWp (DC)

170.0 kWp (AC)

ARRAY 3 - 51.840 kW

[x144] (N) MODULES

TILT: 5° DEGREES

AZIMUTH: 180 DEGREES

41.2"

61.4"

(146) SUNPOWER

         X22-360-COM

         360 WATT

ARRAY 1 - 63.45 kW

[x135] (N) MODULES

TILT: 7° DEGREES

AZIMUTH: 192.44° DEGREES

ARRAY 2 - 56.4 kW

[x120] (N) MODULES

TILT: 7° DEGREES

AZIMUTH: 90° DEGREES

41.2"

81.4"

(255) SUNPOWER

         X21-470-COM

         470 WATT
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TRENCH/BORING

 3 FEET DEEP

TRANSFORMER

480V/208V

TRENCH/BORING

NEW AC ACCUMULATION PANEL
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